CITY OF SIOUX FALLS
Required infrastructure for NEW DEVELOPMENT after annexation.

**Water Service Requirements:**
- Minimum 8” main line
- Fire hydrants

**Sanitary Sewer System Requirements:**
- Minimum 8” main line.

**Road Requirements:**
- Minimum standards set by Engineering Design Standards based off type of street; i.e., local, collector, arterial.

**Drainage Requirements:**
- Storm water collection system with curb and gutter.

**Sidewalk Requirements:**
- Local street – 4 feet wide if not connected to the curb.
- Collector or arterial street – 5 feet wide if not connected to the curb.
- Arterial street – 6 feet wide if connected to the curb.

**Street Lights Requirements:**
Aluminum pole with a breakaway base.

**Sump Pump Collection System Requirements:**
Required but the materials are reimbursed by the City.